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PRE-DESIGN
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HVAC DEMOLITION FIRST FLOOR PLAN TAGGED NOTES

1 EXISTING INDOOR UNIT TO BE SALVAGED FOR REUSE.  REMOVE ALL ASSOCIATED
PIPING, DUCT, CONTROLS, ETC. FROM UNIT.  TYPICAL.

2 REMOVE EXISTING OUTSIDE AIR FROM MECHANICAL CLOSETS TO GRAVITY
HOOD.

3 REMOVE EXISTING EXHAUST AIR GRILLE AND DUCT TO EXHAUST FAN.  TYPICAL.
4 REMOVE EXISTING OUTSIDE AIR FROM MECHANICAL CLESETS TO OUTSIDE AIR

LOUVER.
5 REMOVE EXISTING LOUVER.  PATCH AND REPAIR EXTERIOR WALL TO MATCH

ADJACENT.

X

 1/8" = 1'-0"1 HVAC DEMOLITION FIRST FLOOR PLAN


